


POST-AND-BEAM CONNECTIONS

Acceptable practice for R-308.2 and R-602.7
Other Equivalent methods OK

Notes

1. Details shown apply when there is a full perimeter wall.

2. Details will not suffice for lateral bracing requirements R-402.10.
Connectors

1. Quantity as shown on details

2. Gusset plate: 1/5-inch structural sheathing.
Or 1 x 4-inch nominal wood lumber minimum.
Or 16 gage (0.0598 inch) steel Property Line minimum.

3. Nails: 8d for !/,-inch structural sheathing or 1 x (varies) nominal material
10d for 2 x (varies) nominal material and larger.

Nail & Screw Penetration End or Edge Distance
8d nails, #8 screws = 11/3” 3147
10d nails, #10 screws = 13/g” 13/16”

4. Wood Screws, staples — accepted alternate.
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